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Summary of U2 Acceplance Tesis

VWO

HP Turbine Efficiency (%)
HP Wheel Power (MW)
Throttle Flow (PPH)

P Turbine Efficiency (%)

Net Turbine Cycle Heat Rate {(Btu/kwh)

Acceptance Tests

Test 7
02.85

302.8

7,079,377

7,701

Test 8
92.83

304.5

7,084,189

7,636

Confirmation Tests

Test9
Q272

300.4

7,063,494

7,671

Test 10
92.80

304.4

7,069,808

7,676

Average
82.80
303.01

7,074,217

7,671

Gaurantee Pre-Upgrade Uncertainty

92.20
299.0

6,800,000

7,683

83.48
25684

6,412,202

7,807

+ 0.346%

+ 2.508%

t 2.510%

+ 2.554%



